NOTES
A. MINIMUM 1.5” SANITARY SEWER SERVICE SIZE FROM GRINDER PUMP.

B. SANITARY SEWER SERVICE SHALL BE A MINIMUM OF 10" MEASURED
HORIZONTALLY FROM THE WATER SERVICE AND SHALL BE SEPARATED A
MINIMUM OF 18" FROM ANY WATER MAIN CROSSING.

C. BED PIPE WITH 4" GRANULAR MATERIAL BELOW PIPE TO 8" ABOVE.
D. EACH SANITARY SEWER SERVICE MUST BE IN SEPARATE TRENCHES.

E. THE CURB BOX IS TO BE PLACED BETWEEN THE CURB AND THE
RIGHT—OF—-WAY LINE.
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